
LIPA ANNUAL AUDIT SUMMARY 

Facility Name: Naval Base San Diego CDC  3653            Operation Hours: 0500-1900 
Director Name: Monica Armenta Assistant: 
Phone/Email: 619-556-3552/monica.armenta2@navy.mil
Date of Last Baseline LIPA Sampling (required every 5 years): 09/07/2019 
Date of Annual Audit: 08/02/2022 
Annual Audit Performed by:     Kim Impreso, Nick Critti, Thomas Stockton 
Sampling Required (plumbing modification/repair) (Yes/No): Yes 
Date of Sampling Event: 09/09/2022 

NBSD Environmental POC: Mr. Kim Impreso at 619-556-0996 or kimpatrick.t.impreso.civ@us.navy.mil, 
or Mr. Nick Critti at 619-556-5418 or nick.j.critti.civ@us.navy.mil 
FMS POC: Jude Albert  619-556-5983 
Facility Floor Plan (Yes/No): Yes 

Summary of Changes to Sampling Locations 
No. Sample ID Location Description Comments 

1 Adult Sink New Fixture 
2 Adult Sink New Fixture 
3 Adult Sink New Fixture 
4 Break Room Adult Sink New Fixture 
5 Adult Sink New Fixture 
6 Child Sink New Fixture 
7 Adult Sink New Fixture 
8 Adult Sink New Fixture 
9 Adult Sink New Fixture 

10 Adult Sink New Fixture 

The annual audit was conducted in accordance with the Navy’s Lead in Priority Areas Program (CNICINST 
5090.6) on August 2, 2022 to identify plumbing modifications at locations with a potential use for 
consumption (drinking, cooking, or hand washing). Samples were collected for lead analysis at 10 fixtures 
where plumbing modifications were identified. All results were below the lead screening level of 15 
microgram per liter (ug/L or parts per billion (ppb)). The above table lists the fixtures where sampling was 
performed, see enclosure 1 for facility map and enclosure 2 for a summary of sampling results. All sampling 
results are below the lead screening level of 15 ppb. 

Enclosures: (1) Naval Base San Diego CDC Map 
(2) Sampling Results
(3) Preventing Lead Problems Flyer
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 NAVAL BASE SAN 
DIEGO NBSD CDC 

BUILDING 3653 
3653 FILBERT STREET 
SAN DIEGO, CA 92136

LEGEND:
A - SPIGOT (DRINKING FOUNTAIN 
SAME SINK AS FAUCET) 
BB - BUBBLER 
CDC - CHILD DEVELOPMENT CENTER 
HB - HOSE BIB 
RM - ROOM 
RR - RESTROOM 
S - FAUCET IN SINK 
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Outlet Type Outlet Name
Annual Audit CY 
2022  Fixture 
Modification       

CY 2022 Audit 
Sample Date

CY 2022 Audit 
Sample Results  

(ppb)
Proposed Corrective Action

Corrective Action 
Planned/Completed

Sink B3653_INFANT_1_S1 n/a n/a n/a n/a n/a
Sink B3653_INFANT_1_S2 n/a n/a n/a n/a n/a
Sink B3653_INFANT_1_S3 YES 9/9/2022 0.483J n/a n/a
Sink B3653_INFANT_2_S1 n/a n/a n/a n/a n/a
Sink B3653_INFANT_2_S2 n/a n/a n/a n/a n/a
Sink B3653_INFANT_2_S3 YES 9/9/2022 0.661J n/a n/a
Sink B3653_INFANT_3_S1 n/a n/a n/a n/a n/a
Sink B3653_INFANT_3_S2 n/a n/a n/a n/a n/a
Sink B3653_INFANT_3_S3 YES 9/9/2022 0.804J n/a n/a
Sink B3653_RR_1_S1 n/a n/a n/a n/a n/a
Sink B3653_RR_2_S1 n/a n/a n/a n/a n/a
Bubbler Fountain B3653_BB1 n/a n/a n/a n/a n/a
Bubbler Fountain B3653_BB2 n/a n/a n/a n/a n/a
Sink B3653_BREAK_ROOM_S1 YES 9/9/2022 0.301J n/a n/a
Sink B3653_SHOWER_RR_S1 n/a n/a n/a n/a n/a
Sink B3653_INFANT_4_S1 YES 9/9/2022 0.130J n/a n/a
Sink B3653_INFANT_4_S2 n/a n/a n/a n/a n/a
Sink B3653_INFANT_4_S3 n/a n/a n/a n/a n/a
Sink B3653_INFANT_5_S1 n/a n/a n/a n/a n/a
Sink B3653_INFANT_5_S2 n/a n/a n/a n/a n/a
Sink B3653_INFANT_5_S3 n/a n/a n/a n/a n/a
Sink B3653_INFANT_6_S1 n/a n/a n/a n/a n/a
Sink B3653_INFANT_6_S2 YES 9/9/2022 11.1 n/a n/a
Sink B3653_INFANT_6_S3 n/a n/a n/a n/a n/a
Sink B3653_INFANT_7_S1 n/a n/a n/a n/a n/a
Sink B3653_INFANT_7_S2 n/a n/a n/a n/a n/a
Sink B3653_INFANT_7_S3 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_1_S1 n/a n/a n/a n/a n/a
Spigot B3653_TODDLERS_1_S1A n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_1_S2 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_1_S3 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_1_S4 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_1_S5 n/a n/a n/a n/a n/a

NBSD LEAD IN DRINKING WATER IN PRIORITY AREAS RESULTS
Naval Base San Diego CDC Buildng 3653

Sampling Results greater than 15 parts per billion (ppb) require re‐sampling   

"J" indicates the result is below the reporting limit (RL) but greater than the method detection limit (MDL); value is an estimated 
concentration
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Outlet Type Outlet Name
Annual Audit CY 
2022  Fixture 
Modification       

CY 2022 Audit 
Sample Date

CY 2022 Audit 
Sample Results  

(ppb)
Proposed Corrective Action

Corrective Action 
Planned/Completed

NBSD LEAD IN DRINKING WATER IN PRIORITY AREAS RESULTS
Naval Base San Diego CDC Buildng 3653

Sampling Results greater than 15 parts per billion (ppb) require re‐sampling   

"J" indicates the result is below the reporting limit (RL) but greater than the method detection limit (MDL); value is an estimated 
concentration

Sink B3653_TODDLERS_2_S1 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_2_S2 n/a n/a n/a n/a n/a
Spigot B3653_TODDLERS_2_S2A n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_2_S3 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_2_S4 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_2_S5 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_3_S1 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_3_S2 n/a n/a n/a n/a n/a
Spigot B3653_TODDLERS_3_S2A n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_3_S3 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_3_S4 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_3_S5 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_4_S1 n/a n/a n/a n/a n/a
Spigot B3653_TODDLERS_4_S1A n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_4_S2 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_4_S3 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_4_S4 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_4_S5 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_5_S1 n/a n/a n/a n/a n/a
Spigot B3653_TODDLERS_5_S1A n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_5_S2 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_5_S3 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_5_S4 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_5_S5 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_6_S1 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_6_S2 n/a n/a n/a n/a n/a
Spigot B3653_TODDLERS_6_S2A n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_6_S3 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_6_S4 n/a n/a n/a n/a n/a
Sink B3653_TODDLERS_6_S5 n/a n/a n/a n/a n/a
Sink B3653_PRESCHOOL1_S1 n/a n/a n/a n/a n/a
Spigot B3653_PRESCHOOL1S1A n/a n/a n/a n/a n/a
Sink B3653_PRESCHOOL1_S2 n/a n/a n/a n/a n/a
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Outlet Type Outlet Name
Annual Audit CY 
2022  Fixture 
Modification       

CY 2022 Audit 
Sample Date

CY 2022 Audit 
Sample Results  

(ppb)
Proposed Corrective Action

Corrective Action 
Planned/Completed

NBSD LEAD IN DRINKING WATER IN PRIORITY AREAS RESULTS
Naval Base San Diego CDC Buildng 3653

Sampling Results greater than 15 parts per billion (ppb) require re‐sampling   

"J" indicates the result is below the reporting limit (RL) but greater than the method detection limit (MDL); value is an estimated 
concentration

Sink B3653_PRESCHOOL_S3 n/a n/a n/a n/a n/a
Sink B3653_PRESCHOOL1_S4 n/a n/a n/a n/a n/a
Sink B3653_PRESCHOOL1_S5 n/a n/a n/a n/a n/a
Sink B3653_PRESCHOOL2_S1 n/a n/a n/a n/a n/a
Sink B3653_PRESCHOOL2_S2 n/a n/a n/a n/a n/a
Spigot B3653_PRESCHOOL2_S2A n/a n/a n/a n/a n/a
Sink B3653_PRESCHOOL2_S3 n/a n/a n/a n/a n/a
Sink B3653_PRESCHOOL2_S4 n/a n/a n/a n/a n/a
Sink B3653_PRESCHOOL2_S5 n/a n/a n/a n/a n/a
Sink B3653_LAUNDRY_RM_S1 n/a n/a n/a n/a n/a
Sink B3653_PRESCHOOL3_S1 n/a n/a n/a n/a n/a
Spigot B3653_PRESCHOOL2_S1A n/a n/a n/a n/a n/a
Sink B3653_PRESCHOOL2_S2 n/a n/a n/a n/a n/a
Sink B3653_PRESCHOOL3_S3 n/a n/a n/a n/a n/a
Sink B3653_PRESCHOOL3_S4 n/a n/a n/a n/a n/a
Sink B3653_PRESCHOOL3_S5 YES 9/9/2022 0.323J n/a n/a
Sink B3653_PRESCHOOL4_S1 n/a n/a n/a n/a n/a
Sink B3653_PRESCHOOL4_S2 n/a n/a n/a n/a n/a
Spigot B3653_PRESCHOOL4_S2A n/a n/a n/a n/a n/a
Sink B3653_PRESCHOOL4_S3 n/a n/a n/a n/a n/a
Sink B3653_PRESCHOOL4_S4 n/a n/a n/a n/a n/a
Sink B3653_PRESCHOOL4_S5 n/a n/a n/a n/a n/a
Sink B3653_KITCHEN_S1 n/a n/a n/a n/a n/a
Sink B3653_KITCHEN_S2 n/a n/a n/a n/a n/a
Sink B3653_KITCHEN_S3 n/a n/a n/a n/a n/a
Sink B3653_KITCHEN_S4 n/a n/a n/a n/a n/a
Sink B3653_KITCHEN_S5 n/a n/a n/a n/a n/a
Sink B3653_PRE‐TODD_7_S1 n/a n/a n/a n/a n/a
Sink B3653_PRE‐TODD_7_S2 n/a n/a n/a n/a n/a
Sink B3653_PRE‐TODD_7_S3 n/a n/a n/a n/a n/a
Sink B3653_PRE‐TODD_6_S1 YES 9/9/2022 0.153J n/a n/a
Sink B3653_PRE‐TODD_6_S2 n/a n/a n/a n/a n/a
Sink B3653_PRE‐TODD_6_S3 n/a n/a n/a n/a n/a
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Outlet Type Outlet Name
Annual Audit CY 
2022  Fixture 
Modification       

CY 2022 Audit 
Sample Date

CY 2022 Audit 
Sample Results  

(ppb)
Proposed Corrective Action

Corrective Action 
Planned/Completed

NBSD LEAD IN DRINKING WATER IN PRIORITY AREAS RESULTS
Naval Base San Diego CDC Buildng 3653

Sampling Results greater than 15 parts per billion (ppb) require re‐sampling   

"J" indicates the result is below the reporting limit (RL) but greater than the method detection limit (MDL); value is an estimated 
concentration

Sink B3653_PRE‐TODD_5_S1 n/a n/a n/a n/a n/a
Sink B3653_PRE‐TODD_5_S2 n/a n/a n/a n/a n/a
Sink B3653_PRE‐TODD_5_S3 n/a n/a n/a n/a n/a
Sink B3653_PRE‐TODD_4_S1 YES 9/9/2022 0.536J n/a n/a
Sink B3653_PRE‐TODD_4_S2 n/a n/a n/a n/a n/a
Sink B3653_PRE‐TODD_4_S3 n/a n/a n/a n/a n/a
Sink B3653_PRE‐TODD_3_S1 n/a n/a n/a n/a n/a
Sink B3653_PRE‐TODD_3_S2 n/a n/a n/a n/a n/a
Sink B3653_PRE‐TODD_3_S3 n/a n/a n/a n/a n/a
Sink B3653_PRE‐TODD_2_S1 n/a n/a n/a n/a n/a
Sink B3653_PRE‐TODD_2_S2 n/a n/a n/a n/a n/a
Sink B3653_PRE‐TODD_2_S3 n/a n/a n/a n/a n/a
Sink B3653_PRE‐TODD_1_S1 n/a n/a n/a n/a n/a
Sink B3653_PRE‐TODD_1_S2 n/a n/a n/a n/a n/a
Sink B3653_PRE‐TODD_1_S3 YES 9/9/2022 0.501J n/a n/a
Sink B3653_WORK_RM_S1 n/a n/a n/a n/a n/a
Hose Bib B3653_HB1 n/a n/a n/a n/a n/a
Hose Bib B3653_HB2 n/a n/a n/a n/a n/a
Hose Bib B3653_HB3 n/a n/a n/a n/a n/a
Bubbler Fountain B3653_BB4 n/a n/a n/a n/a n/a
Hose Bib B3653_HB5 n/a n/a n/a n/a n/a
Bubbler Fountain B3653_BB5 n/a n/a n/a n/a n/a
Hose Bib B3653_HB6 n/a n/a n/a n/a n/a
Hose bib B3653_HB7 n/a n/a n/a n/a n/a
Bubbler Fountain B3653_BB6 n/a n/a n/a n/a n/a
Spigot B3653_KITCHEN_S3A n/a n/a n/a n/a n/a
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LIPA ANNUAL AUDIT SUMMARY 

Facility Name: Naval Medical Center CDC – Bldg 15 Operation Hours: 0500-1900 
Director Name: Brenda Feller Assistant: 
Phone/Email: 619-532-7977/brenda.l.feller1@navy.mil 
Date of Last Baseline LIPA Sampling (required every 5 years): 09/14/2019 
Date of Annual Audit: 08/02/2022 
Annual Audit Performed by:     Kim Impreso, Nick Critti, Thomas Stockton 
Sampling Required (plumbing modification/repair) (Yes/No): Yes 
Date of Sampling Event: 09/01/2022 

NBSD Environmental POC: Mr. Kim Impreso at 619-556-0996 or kimpatrick.t.impreso.civ@us.navy.mil, 
or Mr. Nick Critti at 619-556-5418 or nick.j.critti.civ@us.navy.mil 
FMS POC: Mike Martin 619-921-4292 
Facility Floor Plan (Yes/No): Yes 

Summary of Changes to Sampling Locations 
No. Sample ID Location Description Comments 

1 B15_RM_126_S1 Kitchen Sink New Fixture 
2 B15_RM_126_S2 Kitchen Sink New Fixture 
3 B15_RM_126_S3 Kitchen Sink New Fixture 
4 B15_RM_126_S4 Kitchen Hand Sink New Fixture 
5 B15_RM_120_S1 Adult Sink New Fixture 
6 B15_RM_120_S3 Child Sink New Fixture 
7 B15_RM_122_S1 Adult Sink New Fixture 
8 B15_RM_122_S3 Child Sink New Fixture 
9 B15_RM_123_S3 Child Sink New Fixture 

10 B15_RM_124_S1 Adult Sink New Fixture 
11 B15_RM_124_S3 Child Sink New Fixture 
12 B15_RM_125_S3 Adult Sink New Fixture 
13 B15_RM_107_S1 Adult Sink New Fixture 
14 B15_RM_107_S3 Child Sink New Fixture 
15 B15_RM_111_S3 Child Sink New Fixture 
16 B15_RM_112_S2 Adult Sink New Fixture 

The annual audit was conducted in accordance with the Navy’s Lead in Priority Areas Program (CNICINST 
5090.6) on August 2, 2022 to identify plumbing modifications at locations with a potential use for 
consumption (drinking, cooking, or hand washing). Samples were collected for lead analysis at 16 fixtures 
where plumbing modifications were identified. All results were below the lead screening level of 15 
microgram per liter (ug/L or parts per billion (ppb)). The above table lists the fixtures where sampling was 
performed, see enclosure 1 for facility map and enclosure 2 for a summary of sampling results. All sampling 
results are below the lead screening level of 15 ppb. 

Enclosures: (1) Naval Medical Center CDC Map 
(2) Sampling Results
(3) Preventing Lead Problems Flyer
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Enclosure 2 

NBSD LEAD IN DRINKING WATER IN PRIORITY AREAS RESULTS 
Naval Medical Center San Diego CDC Building 15 

Sampling Results greater than 15 parts per billion (ppb) require re‐sampling 

"J" indicates the result is below the reporting limit (RL) but greater than the method detection limit 
(MDL); value is an estimated concentration 

Outlet Type Outlet Name 
Annual Audit CY 

2022 Fixture 
Modification 

CY 2022 Audit 
Sample Date 

CY 2022 Audit 
Sample Results 

(ppb) 
Proposed Corrective Action 

Corrective Action 
Planned/Completed 

Sink B15_RM_1_S1 n/a n/a n/a n/a n/a 
Spigot B15_RM_1_S1A n/a n/a n/a n/a n/a 
Sink B15_JANITOR_RM_S1 n/a n/a n/a n/a n/a 
Sink B15_RR2_S1 n/a n/a n/a n/a n/a 
Sink B15_RM_126_S1 YES 9/1/2022 0.463J n/a n/a 
Sink B15_RM_126_S2 YES 9/1/2022 0.681J n/a n/a 
Sink B15_RM_126_S3 YES 9/1/2022 0.653J n/a n/a 
Sink B15_RM_126_S4 YES 9/1/2022 4.28J n/a n/a 
Sprayer B15_RM_126_SP1 n/a n/a n/a n/a n/a 
Sprayer B15_RM_126_SP2 n/a n/a n/a n/a n/a 
Sink B15_RM_102_S1 n/a n/a n/a n/a n/a 
Sink B15_RR3_S1 n/a n/a n/a n/a n/a 
Sink B15_RR4_S1 n/a n/a n/a n/a n/a 
Sink B15_RM_113_S1 n/a n/a n/a n/a n/a 
Sink B15_RM_118_S1 n/a n/a n/a n/a n/a 
Sink B15_RM_118_S2 n/a n/a n/a n/a n/a 
Sink B15_RM_119_S1 n/a n/a n/a n/a n/a 
Sink B15_RM_119_S2 n/a n/a n/a n/a n/a 
Spigot B15_RM_119_S2A n/a n/a n/a n/a n/a 
Sink B15_RM_119_S3 n/a n/a n/a n/a n/a 
Spigot B15_RM_119_S3A n/a n/a n/a n/a n/a 
Sink B15_RM_120_S1 YES 9/1/2022 0.886J n/a n/a 
Spigot B15_RM_120_S1A n/a n/a n/a n/a n/a 
Sink B15_RM_120_S2 n/a n/a n/a n/a n/a 
Spigot B15_RM_120_S2A n/a n/a n/a n/a n/a 
Sink B15_RM_120_S3 YES 9/1/2022 0.719J n/a n/a 
Sink B15_RM_121_S1 n/a n/a n/a n/a n/a 
Sink B15_RM_121_S2 n/a n/a n/a n/a n/a 
Spigot B15_RM_121_S2A n/a n/a n/a n/a n/a 
Sink B15_RM_121_S3 n/a n/a n/a n/a n/a 
Sink B15_RM_122_S1 YES 9/1/2022 1.74J n/a n/a 
Spigot B15_RM_122_S1A n/a n/a n/a n/a n/a 
Sink B15_RM_122_S2 n/a n/a n/a n/a n/a 
Sink B15_RM_122_S3 YES 9/1/2022 0.996J n/a n/a 
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NBSD LEAD IN DRINKING WATER IN PRIORITY AREAS RESULTS 
Naval Medical Center San Diego CDC Building 15 

Sampling Results greater than 15 parts per billion (ppb) require re‐sampling 

"J" indicates the result is below the reporting limit (RL) but greater than the method detection limit 
(MDL); value is an estimated concentration 

Outlet Type Outlet Name 
Annual Audit CY 

2022 Fixture 
Modification 

CY 2022 Audit 
Sample Date 

CY 2022 Audit 
Sample Results 

(ppb) 
Proposed Corrective Action 

Corrective Action 
Planned/Completed 

Sink B15_RM_123_S1 n/a n/a n/a n/a n/a 
Sink B15_RM_123_S2 n/a n/a n/a n/a n/a 
Sink B15_RM_123_S3 YES 9/1/2022 1.62J n/a n/a 
Spigot B15_RM_123_S3A n/a n/a n/a n/a n/a 
Sink B15_RM_124_S1 YES 9/1/2022 0.591J n/a n/a 
Spigot B15_RM_124_S1A n/a n/a n/a n/a n/a 
Sink B15_RM124_S2 n/a n/a n/a n/a n/a 
Sink B15_RM_124_S3 YES 9/1/2022 0.779J n/a n/a 
Sink B15_RM_125_S1 n/a n/a n/a n/a n/a 
Sink B15_RM_125_S2 n/a n/a n/a n/a n/a 
Spigot B15_RM_125_S2A n/a n/a n/a n/a n/a 
Sink B15_RM_125_S3 YES 9/1/2022 1.65J n/a n/a 
Spigot B15_RM_125_S3A n/a n/a n/a n/a n/a 
Sink B15_RM_105_S1 n/a n/a n/a n/a n/a 
Spigot B15_RM_105_S1A n/a n/a n/a n/a n/a 
Sink B15_RM_105_S2 n/a n/a n/a n/a n/a 
Spigot B15_RM_105_S2A n/a n/a n/a n/a n/a 
Sink B15_RM_105_S3 n/a n/a n/a n/a n/a 
Sink B15_RM_106_S1 n/a n/a n/a n/a n/a 
Sink B15_RM_106_S2 n/a n/a n/a n/a n/a 
Spigot B15_RM_106_S2A n/a n/a n/a n/a n/a 
Sink B15_RM_106_S3 n/a n/a n/a n/a n/a 
Spigot B15_RM_106_S3A n/a n/a n/a n/a n/a 
Sink B15_RM_107_S1 YES 9/1/2022 0.476J n/a n/a 
Spigot B15_RM_107_S1A n/a n/a n/a n/a n/a 
Sink B15_RM_107_S2 n/a n/a n/a n/a n/a 
Spigot B15_RM_107_S2A n/a n/a n/a n/a n/a 
Sink B15_RM_107_S3 YES 9/1/2022 0.477J n/a n/a 
Sink B15_RM_108_S1 n/a n/a n/a n/a n/a 
Sink B15_RM_108_S2 n/a n/a n/a n/a n/a 
Spigot B15_RM_108_S2A n/a n/a n/a n/a n/a 
Sink B15_RM_108_S3 n/a n/a n/a n/a n/a 
Spigot B15_RM_108_S3A n/a n/a n/a n/a n/a 
Sink B15_RM_109_S1 n/a n/a n/a n/a n/a 
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NBSD LEAD IN DRINKING WATER IN PRIORITY AREAS RESULTS 
Naval Medical Center San Diego CDC Building 15 

Sampling Results greater than 15 parts per billion (ppb) require re‐sampling 

"J" indicates the result is below the reporting limit (RL) but greater than the method detection limit 
(MDL); value is an estimated concentration 

Outlet Type Outlet Name 
Annual Audit CY 

2022 Fixture 
Modification 

CY 2022 Audit 
Sample Date 

CY 2022 Audit 
Sample Results 

(ppb) 
Proposed Corrective Action 

Corrective Action 
Planned/Completed 

Spigot B15_RM_109_S1A n/a n/a n/a n/a n/a 
Sink B15_RM_109_S2 n/a n/a n/a n/a n/a 
Spigot B15_RM_109_S2A n/a n/a n/a n/a n/a 
Sink B15_RM_109_S3 n/a n/a n/a n/a n/a 
Sink B15_RM_110_S1 n/a n/a n/a n/a n/a 
Sink B15_RM_110_S2 n/a n/a n/a n/a n/a 
Spigot B15_RM_110_S2A n/a n/a n/a n/a n/a 
Sink B15_RM_110_S3 n/a n/a n/a n/a n/a 
Spigot B15_RM_110_S3A n/a n/a n/a n/a n/a 
Sink B15_RM_111_S1 n/a n/a n/a n/a n/a 
Spigot B15_RM_111_S1A n/a n/a n/a n/a n/a 
Sink B15_RM_111_S2 n/a n/a n/a n/a n/a 
Spigot B15_RM_111_S2A n/a n/a n/a n/a n/a 
Sink B15_RM_111_S3 YES 9/1/2022 0.787J n/a n/a 
Sink B15_RM_112_S1 n/a n/a n/a n/a n/a 
Sink B15_RM_112_S2 YES 9/1/2022 0.389J n/a n/a 
Sink B15_RM_112_S3 n/a n/a n/a n/a n/a 
Hose Bib B15_HB1 n/a n/a n/a n/a n/a 
Hose Bib B15_HB2 n/a n/a n/a n/a n/a 
Hose Bib B15_HB3 n/a n/a n/a n/a n/a 
Hose Bib B15_HB4 n/a n/a n/a n/a n/a 
Hose Bib B15_HB5 n/a n/a n/a n/a n/a 
Bubbler Fountain B15_BB1 n/a n/a n/a n/a n/a 
Bubbler Fountian B15_BB2 n/a n/a n/a n/a n/a 
Hose Bib B15_HB6 n/a n/a n/a n/a n/a 



LIPA ANNUAL AUDIT SUMMARY 

Facility Name: Bayview Hills Bldg 1876  Operation Hours: 0530-1830 
Director Name: Ashley Archie Assistant: 
Phone/Email: 619-267-2018/ashley.d.archie@navy.mil
Date of Last Baseline LIPA Sampling (required every 5 years): 10/12/2019 
Date of Annual Audit: 08/01/2022 
Annual Audit Performed by:     Kim Impreso, Nick Critti, Thomas Stockton 
Sampling Required (plumbing modification/repair) (Yes/No): Yes 
Date of Sampling Event: 09/10/2022 

NBSD Environmental POC: Mr. Kim Impreso at 619-556-0996 or kimpatrick.t.impreso.civ@us.navy.mil, 
or Mr. Nick Critti at 619-556-5418 or nick.j.critti.civ@us.navy.mil 
FMS POC:  Liberty Military Housing - 619-434-0883
Facility Floor Plan (Yes/No): Yes 

Summary of Changes to Sampling Locations 
No. Sample ID Location Description Comments 

1 Kitchen Sink New Fixture 

The annual audit was conducted in accordance with the Navy’s Lead in Priority Areas Program (CNICINST 
5090.6) on August 1, 2022 to identify plumbing modifications at locations with a potential use for 
consumption (drinking, cooking, or hand washing). A sample was collected for lead analysis at 1 fixture 
where plumbing modifications were identified. Result was below the lead screening level of 15 microgram 
per liter (ug/L or parts per billion (ppb)). The above table lists the fixture where sampling was performed, 
see enclosure 1 for facility map and enclosure 2 for a summary of sampling results. All sampling results are 
below the lead screening level of 15 ppb. 

Enclosures: (1) Bayview Hills Map 
(2) Sampling Results
(3) Preventing Lead Problems Flyer

B1876_KITCHEN_S1

mailto:619-532-7977/brenda.l.feller1@navy.mil
mailto:kimpatrick.t.impreso.civ@us.navy.mil
mailto:kimpatrick.t.impreso.civ@us.navy.mil
mailto:nick.j.critti.civ@us.navy.mil
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Outlet Type Outlet Name
Annual Audit CY 
2022  Fixture 
Modification       

CY 2022 Audit 
Sample Date

CY 2022 Audit 
Sample Results  

(ppb)
Proposed Corrective Action

Corrective Action 
Planned/Completed

Sink B1876_KITCHEN_S1 YES 9/10/2022 1.16J n/a n/a
Bubbler Fountain B1876_BB1 n/a n/a n/a n/a n/a
Bubbler Fountain B1876_BB2 n/a n/a n/a n/a n/a
Sink B1876_GIRLS_RR_S1 n/a n/a n/a n/a n/a
Sink B1876_GIRLS_RR_S2 n/a n/a n/a n/a n/a
Sink B1876_GIRLS_RR_S3 n/a n/a n/a n/a n/a
Sink B1876_BOYS_RR_S1 n/a n/a n/a n/a n/a
Sink B1876_BOYS_RR_S2 n/a n/a n/a n/a n/a
Sink B1876_BOYS_RR_S3 n/a n/a n/a n/a n/a
Sink B1876_TEEN_S1 n/a n/a n/a n/a n/a

NBSD LEAD IN DRINKING WATER IN PRIORITY AREAS RESULTS
Bayview Hills Building 1876

Sampling Results greater than 15 parts per billion (ppb) require re‐sampling   

"J" indicates the result is below the reporting limit (RL) but greater than the method detection limit (MDL); value is an estimated 
concentration

1 of 1

Enclosure 2



LIPA ANNUAL AUDIT SUMMARY 

Facility Name:  Chollas Heights CDC Bldg 6205 Operation Hours: 0500-1900 
Director Name: Lourdes Maxwell Assistant:  
Phone/Email: 619-265-8400/lourdes.maxwell2@navy.mil
Date of Last Baseline LIPA Sampling (required every 5 years): 09/07/2019 
Date of Annual Audit:  08/02/2022 
Annual Audit Performed by: Kim Impreso, Nick Critti, Thomas Stockton
Sampling Required (plumbing modification/repair) (Yes/No): No 
Date of Sampling Event: N/A 

NBSD Environmental POC: Mr. Kim Impreso at 619-556-0996/ kimpatrick.t.impreso.civ@us.navy.mil, 
or Mr. Nick Critti at 619-556-5418 /nick.j.critti.civ@us.navy.mil 

FMS POC: Jude Albert - 619-556-5983 
Facility Floor Plan (Yes/No): Yes

Summary of Changes to Sampling Locations 
No. Sample ID Location Description Comments 

The annual audit was conducted in accordance with the Navy’s Lead in Priority Areas Program 
(CNICINST 5090.6) on August 2, 2022 to identify plumbing modifications at locations with a 
potential use for consumption (drinking, cooking, or hand washing). No modifications were identified 
at the above facility; therefore, no sampling was conducted.  See enclosure 1 for facility map and 
enclosure 2 for a summary of sampling results. 

Enclosures: (1) Chollas Heights CDC Map
(2) Sampling Results
(3) Preventing Lead Problems Flyer

N/A N/A N/A N/A

mailto:619-265-8400/lourdes.maxwell2@navy.mil
mailto:kimpatrick.t.impreso.civ@us.navy.mil
mailto:nick.j.critti.civ@us.navy.mil
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Outlet Type Outlet Name
Annual Audit CY 
2022  Fixture 
Modification       

CY 2022 Audit 
Sample Date

CY 2022 Audit 
Sample Results  

(ppb)
Proposed Corrective Action

Corrective Action 
Planned/Completed

Bubbler Fountian B6205_BB1 n/a n/a n/a n/a n/a
Bubbler Fountain B6205_BB2 n/a n/a n/a n/a n/a
Sink B6205_STAFFLOUNGE_S1 n/a n/a n/a n/a n/a
Spigot B6205_STAFFLOUNGE_S1A n/a n/a n/a n/a n/a
Sink B6205_KITCHEN_S1 n/a n/a n/a n/a n/a
Sink B6205_KITCHEN_S2 n/a n/a n/a n/a n/a
Sink B6205_KITCHEN_S3 n/a n/a n/a n/a n/a
Sprayer B6205_KITCHEN_SP3 n/a n/a n/a n/a n/a
Sink B6205_KITCHEN_S5 n/a n/a n/a n/a n/a
Sink B6205_KITCHEN_S6 n/a n/a n/a n/a n/a
Sink B6205_KITCHEN_S7 n/a n/a n/a n/a n/a
Sink B6205_JANITORS_RM_S1 n/a n/a n/a n/a n/a
Sink B6205_LAUNDRY_S1 n/a n/a n/a n/a n/a
Sink B6205_RM_106_S1 n/a n/a n/a n/a n/a
Sink B6205_RM_106_S2 n/a n/a n/a n/a n/a
Spigot B6205_RM_106_S2A n/a n/a n/a n/a n/a
Sink B6205_RM_106_S3 n/a n/a n/a n/a n/a
Spigot B6205_RM_106_S3A n/a n/a n/a n/a n/a
Sink B6205_RM_106_S4 n/a n/a n/a n/a n/a
Sink B6205_RM_106_S5 n/a n/a n/a n/a n/a
Sink B6205_RM_107_S1 n/a n/a n/a n/a n/a
Spigot B6205_RM_107_S1A n/a n/a n/a n/a n/a
Sink B6205_RM_107_S2 n/a n/a n/a n/a n/a
Sink B6205_RM_107_S3 n/a n/a n/a n/a n/a
Spigot B6205_RM_107_S3A n/a n/a n/a n/a n/a
Sink B6205_RM_107_S4 n/a n/a n/a n/a n/a
Sink B6205_RM_107_S5 n/a n/a n/a n/a n/a
Sink B6205_RM_108_S1 n/a n/a n/a n/a n/a
Sink B6205_RM_108_S2 n/a n/a n/a n/a n/a
Spigot B6205_RM_108_S2A n/a n/a n/a n/a n/a
Sink B6205_RM_108_S3 n/a n/a n/a n/a n/a
Spigot B6205_RM_108_S3A n/a n/a n/a n/a n/a
Sink B6205_RM_108_S4 n/a n/a n/a n/a n/a

"J" indicates the result is below the reporting limit (RL) but greater than the method detection limit (MDL); value is an estimated 
concentration

Sampling Results greater than 15 parts per billion (ppb) require re‐sampling   

NBSD LEAD IN DRINKING WATER IN PRIORITY AREAS RESULTS
Chollas Heights Building 6205
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Outlet Type Outlet Name
Annual Audit CY 
2022  Fixture 
Modification       

CY 2022 Audit 
Sample Date

CY 2022 Audit 
Sample Results  

(ppb)
Proposed Corrective Action

Corrective Action 
Planned/Completed

"J" indicates the result is below the reporting limit (RL) but greater than the method detection limit (MDL); value is an estimated 
concentration

Sampling Results greater than 15 parts per billion (ppb) require re‐sampling   

NBSD LEAD IN DRINKING WATER IN PRIORITY AREAS RESULTS
Chollas Heights Building 6205

Sink B6205_RM_108_S5 n/a n/a n/a n/a n/a
Sink B6205_RM_109_S1 n/a n/a n/a n/a n/a
Sink B6205_RM_109_S2 n/a n/a n/a n/a n/a
Spigot B6205_RM_109_S2A n/a n/a n/a n/a n/a
Sink B6205_RM_109_S3 n/a n/a n/a n/a n/a
Spigot B6205_RM_109_S3A n/a n/a n/a n/a n/a
Sink B6205_RM_109_S4 n/a n/a n/a n/a n/a
Sink B6205_RM_109_S5 n/a n/a n/a n/a n/a
Sink B6205_RM_105_S1 n/a n/a n/a n/a n/a
Spigot B6205_RM_105_S1A n/a n/a n/a n/a n/a
Sink B6205_RM_105_S2 n/a n/a n/a n/a n/a
Sink B6205_RM_105_S3 n/a n/a n/a n/a n/a
Sink B6205_RM_104_S1 n/a n/a n/a n/a n/a
Spigot B6205_RM_104_S1A n/a n/a n/a n/a n/a
Sink B6205_RM_104_S2 n/a n/a n/a n/a n/a
Sink B6205_RM_104_S3 n/a n/a n/a n/a n/a
Sink B6205_RM_103_S1 n/a n/a n/a n/a n/a
Spigot B6205_RM_103_S1A n/a n/a n/a n/a n/a
Sink B6205_RM_103_S2 n/a n/a n/a n/a n/a
Sink B6205_RM_103_S3 n/a n/a n/a n/a n/a
Sink B6205_RM_102_S1 n/a n/a n/a n/a n/a
Spigot B6205_RM_102_S1A n/a n/a n/a n/a n/a
Sink B6205_RM_102_S2 n/a n/a n/a n/a n/a
Sink B6205_RM_102_S3 n/a n/a n/a n/a n/a
Sink B6205_RM101_S1 n/a n/a n/a n/a n/a
Sink B6205_RM_101_S2 n/a n/a n/a n/a n/a
Sink B6205_RM_101_S3 n/a n/a n/a n/a n/a
Hose Bib B6205_HB1 n/a n/a n/a n/a n/a
Hose Bib  B6205_HB2 n/a n/a n/a n/a n/a
Hose Bib B6205_HB8 n/a n/a n/a n/a n/a
Hose Bib B6205_HB9 n/a n/a n/a n/a n/a
Bubbler Fountain B6205_BB4 n/a n/a n/a n/a n/a
Hose Bib B6205_HB10 n/a n/a n/a n/a n/a
Hose Bib B6205_HB3 n/a n/a n/a n/a n/a

2 of 3



Outlet Type Outlet Name
Annual Audit CY 
2022  Fixture 
Modification       

CY 2022 Audit 
Sample Date

CY 2022 Audit 
Sample Results  

(ppb)
Proposed Corrective Action

Corrective Action 
Planned/Completed

"J" indicates the result is below the reporting limit (RL) but greater than the method detection limit (MDL); value is an estimated 
concentration

Sampling Results greater than 15 parts per billion (ppb) require re‐sampling   

NBSD LEAD IN DRINKING WATER IN PRIORITY AREAS RESULTS
Chollas Heights Building 6205

Bubbler Fountian B6205_BB5 n/a n/a n/a n/a n/a
Hose Bib B6205_HB4 n/a n/a n/a n/a n/a
Hose Bib B6205_HB5 n/a n/a n/a n/a n/a
Bubbler Fountian B6205_BB6 n/a n/a n/a n/a n/a
Hose Bib B6205_HB6 n/a n/a n/a n/a n/a
Bubbler Fountian B6205_BB3 n/a n/a n/a n/a n/a
Hose Bib B6205_HB7 n/a n/a n/a n/a n/a
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LIPA ANNUAL AUDIT SUMMARY 

Facility Name: Murphy Canyon CDC Bldg 3295 
Director Name:  Kira Jones

Operation Hours: 0500 - 19000 
Assistant: 

Phone/Email: 858-278-1500 /kira.j.jones1@navy.mil
Date of Last Baseline LIPA Sampling (required every 5 years): 09/21/2019 
Date of Annual Audit: 08/01/2022 
Annual Audit Performed by:     Kim Impreso, Nick Critti, Thomas Stockton 
Sampling Required (plumbing modification/repair) (Yes/No): Yes 
Date of Sampling Event: 08/31/2022 

NBSD Environmental POC: Mr. Kim Impreso at 619-556-0996 or kimpatrick.t.impreso.civ@us.navy.mil, 
or Mr. Nick Critti at 619-556-5418 or nick.j.critti.civ@us.navy.mil 
FMS POC:  Jude Albert - 619-556-5983 
Facility Floor Plan (Yes/No): Yes 

Summary of Changes to Sampling Locations 
No. Sample ID Location Description Comments 

1 Adult Sink New Fixture 

The annual audit was conducted in accordance with the Navy’s Lead in Priority Areas Program (CNICINST 
5090.6) on August 1, 2022 to identify plumbing modifications at locations with a potential use for 
consumption (drinking, cooking, or hand washing). A sample was collected for lead analysis at 1 fixture 
where plumbing modifications were identified.  Result was below the lead screening level of 15 
microgram per liter (ug/L or parts per billion (ppb)). The above table lists the fixture where sampling was 
performed, see enclosure 1 for facility map and enclosure 2 for a summary of sampling results. All 
sampling results are below the lead screening level of 15 ppb. 

Enclosures: (1) Murphy Canyon CDC Map 
(2) Sampling Results
(3) Preventing Lead Problems Flyer

B3295_ROOM_2_S1

mailto:619-532-7977/brenda.l.feller1@navy.mil
mailto:kimpatrick.t.impreso.civ@us.navy.mil
mailto:kimpatrick.t.impreso.civ@us.navy.mil
mailto:nick.j.critti.civ@us.navy.mil


 NAVAL BASE SAN 
DIEGO MURPHY 

CANYON CDC BUILDING 
3295 

3295 SANTO ROAD SAN 
DIEGO, CA 92124

LEGEND: 
A - SPIGOT (DRINKING FOUNTAIN 
SAME SINK AS FAUCET) 
BB - BUBBLER 
CDC - CHILD DEVELOPMENT CENTER 
HB - HOSE BIB 
RM - ROOM 
RR - RESTROOM 
S - FAUCET IN SINK 
SR - STAFF RESTROOM 
WR - WOMEN'S RESTROOM 

RR1

RR2

JANITOR'S
 RM

S1

S1A

ALSO SERVES AS A
SERVICE CONNECITON

POINT

Enclosure 1



Outlet Type Outlet Name
Annual Audit CY 
2022  Fixture 
Modification       

CY 2022 Audit 
Sample Date

CY 2022 Audit 
Sample Results  

(ppb)
Proposed Corrective Action

Corrective Action 
Planned/Completed

Bubbler Fountian B3295_BB1 n/a n/a n/a n/a n/a
Bubbler Fountian B3295_BB2 n/a n/a n/a n/a n/a
Sink B3295_RR_S1 n/a n/a n/a n/a n/a
Sink B3295_STAFFLOUNGE_S1 n/a n/a n/a n/a n/a
Sink B3295_JANITOR_RM_S1 n/a n/a n/a n/a n/a
Sink B3295_WR_S1 n/a n/a n/a n/a n/a
Sink B3295_KITCHEN_S1 n/a n/a n/a n/a n/a
Sink B3295_KITCHEN_S2 n/a n/a n/a n/a n/a
Sink B3295_KITCHEN_S3 n/a n/a n/a n/a n/a
Sink B3295_ROOM_1_S1 n/a n/a n/a n/a n/a
Spigot B3295_ROOM_1_S1A n/a n/a n/a n/a n/a
Sink B3295_RR1_S1 n/a n/a n/a n/a n/a
Sink B3295_RR2_S1 n/a n/a n/a n/a n/a
Sink B3295_ROOM_2_S1 YES 8/31/2022 0.478J n/a n/a
Spigot B3695_ROOM_2_S1A n/a n/a n/a n/a n/a
Sink B3295_CLOSET_S1 n/a n/a n/a n/a n/a
Sink B3295_ROOM_3_S1 n/a n/a n/a n/a n/a
Spigot B3295_ROOM_3_S1A n/a n/a n/a n/a n/a
Sink B3295_RM3_RM4_RR_S1 n/a n/a n/a n/a n/a
Sink B3295_RM3_RM4_RR_S2 n/a n/a n/a n/a n/a
Sink B3295_RM3_RM4_RR_S3 n/a n/a n/a n/a n/a
Sink B3295_ROOM_4_S1 n/a n/a n/a n/a n/a
Sink B3295_ROOM_5_S1 n/a n/a n/a n/a n/a
Spigot B3295_ROOM_5_S1A n/a n/a n/a n/a n/a
Sink B3295_ROOM_6_S1 n/a n/a n/a n/a n/a
Spigot B3295_ROOM_6_S1A n/a n/a n/a n/a n/a
Sink B3295_RM5_RM6_RR_S1 n/a n/a n/a n/a n/a
Sink B3295_RM5_RM6_RR_S2 n/a n/a n/a n/a n/a
Sink B3295_RM5_RM6_RR_S3 n/a n/a n/a n/a n/a
Hose Bib B3295_HB2 n/a n/a n/a n/a n/a
Hose Bib B3295_HB4 n/a n/a n/a n/a n/a
Hose Bib B3295_HB5 n/a n/a n/a n/a n/a

NBSD LEAD IN DRINKING WATER IN PRIORITY AREAS RESULTS
Murphy Canyon CDC I Building 3295

Sampling Results greater than 15 parts per billion (ppb) require re ‐sampling   

"J" indicates the result is below the reporting limit (RL) but greater than the method detection limit (MDL); value is an estimated 
concentration

1 of 2
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Outlet Type Outlet Name
Annual Audit CY 
2022  Fixture 
Modification       

CY 2022 Audit 
Sample Date

CY 2022 Audit 
Sample Results  

(ppb)
Proposed Corrective Action

Corrective Action 
Planned/Completed

NBSD LEAD IN DRINKING WATER IN PRIORITY AREAS RESULTS
Murphy Canyon CDC I Building 3295

Sampling Results greater than 15 parts per billion (ppb) require re ‐sampling   

"J" indicates the result is below the reporting limit (RL) but greater than the method detection limit (MDL); value is an estimated 
concentration

Hose Bib B3295_HB6 n/a n/a n/a n/a n/a
Hose Bib B3295_HB7 n/a n/a n/a n/a n/a
Bubbler Fountian  B3295_BB3 n/a n/a n/a n/a n/a
Bubbler Fountain B3295_BB4 n/a n/a n/a n/a n/a
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LIPA ANNUAL AUDIT SUMMARY 

Operation Hours: 0500-1900 Facility Name: Murphy Canyon CDC II  Bldg 3125     
Director Name: Amber Hoyopatubbi Assistant: 
Phone/Email: 858-569-5210/amber.d.hoyopatubbi@navy.mil
Date of Last Baseline LIPA Sampling (required every 5 years): 10/12/2019 
Date of Annual Audit: 08/01/2022 
Annual Audit Performed by:     Kim Impreso, Nick Critti, Thomas Stockton 
Sampling Required (plumbing modification/repair) (Yes/No): Yes 
Date of Sampling Event: 08/31/2022 

NBSD Environmental POC: Mr. Kim Impreso at 619-556-0996 or kimpatrick.t.impreso.civ@us.navy.mil, 
or Mr. Nick Critti at 619-556-5418 or nick.j.critti.civ@us.navy.mil 
FMS POC: Jude Albert 619-556-5983 
Facility Floor Plan (Yes/No): Yes 

Summary of Changes to Sampling Locations 
No. Sample ID Location Description Comments 

The annual audit was conducted in accordance with the Navy’s Lead in Priority Areas Program (CNICINST 
5090.6) on August 1, 2022 to identify plumbing modifications at locations with a potential use for 
consumption (drinking, cooking, or hand washing). Samples were collected for lead analysis at 2 fixtures 
where plumbing modifications were identified. All results were below the lead screening level of 15 
microgram per liter (ug/L or parts per billion (ppb)). The above table lists the fixtures where sampling was 
performed, see enclosure 1 for facility map and enclosure 2 for a summary of sampling results. All sampling 
results are below the lead screening level of 15 ppb. 

Enclosures: (1) Naval Medical Center CDC Map 
(2) Sampling Results
(3) Preventing Lead Problems Flyer

B3125_A125_TDLRS_S11 Adult Sink New Fixture
2 B3125_A128_PRSCL_S5 Adult Sink New Fixture

mailto:619-532-7977/brenda.l.feller1@navy.mil
mailto:kimpatrick.t.impreso.civ@us.navy.mil
mailto:kimpatrick.t.impreso.civ@us.navy.mil
mailto:nick.j.critti.civ@us.navy.mil
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Outlet Type Outlet Name
Annual Audit CY 
2022  Fixture 
Modification       

CY 2022 Audit 
Sample Date

CY 2022 Audit 
Sample Results  

(ppb)
Proposed Corrective Action

Corrective Action 
Planned/Completed

Sink B3125_A108_RR_S1 n/a n/a n/a n/a n/a
Sink B3125_A107_RR_S1 n/a n/a n/a n/a n/a
Sink B3125_A138_KTCHN_S1 n/a n/a n/a n/a n/a
Sink B3125_A138_KTCHN_S2 n/a n/a n/a n/a n/a
Sink B3125_A138_KTCHN_S3 n/a n/a n/a n/a n/a
Sink B3125_A138_KTCHN_S4 n/a n/a n/a n/a n/a
Sink B3125_A138_KTCHN_S5 n/a n/a n/a n/a n/a
Sink B3125_A138_KTCHN_S6 n/a n/a n/a n/a n/a
Sink B3125_A138_KTCHN_S7 n/a n/a n/a n/a n/a
Sprayer B3125_A138_KTCHN_SP1 n/a n/a n/a n/a n/a
Sprayer B3125_A138_KTCHN_SP2 n/a n/a n/a n/a n/a
Sprayer B3125_A138_KTCHN_SP3 n/a n/a n/a n/a n/a
Sink B3125_A131_TDLRS_S1 n/a n/a n/a n/a n/a
Sink B3125_A131_TDLRS_S2 n/a n/a n/a n/a n/a
Spigot B3125_A131_TDLRS_S2A n/a n/a n/a n/a n/a
Sink B3125_A131_TDLRS_S3 n/a n/a n/a n/a n/a
Sink B3125_A131_TDLRS_S4 n/a n/a n/a n/a n/a
Sink B3125_A131_TDLRS_S5 n/a n/a n/a n/a n/a
Sink B3125_A125_TDLRS_S1 YES 8/31/2022 0.403J n/a n/a
Sink B3125_A125_TDLRS_S2 n/a n/a n/a n/a n/a
Spigot B3125_A125_TDLRS_S2A n/a n/a n/a n/a n/a
Sink B3125_A125_TDLRS_S3 n/a n/a n/a n/a n/a
Sink B3125_A125_TDLRS_S4 n/a n/a n/a n/a n/a
Sink B3125_A125_TDLRS_S5 n/a n/a n/a n/a n/a
Sink B3125_A119_TDLRS_S1 n/a n/a n/a n/a n/a
Sink B3125_A119_TDLRS_S2 n/a n/a n/a n/a n/a
Spigot B3125_A119_TDLRS_S2A n/a n/a n/a n/a n/a
Sink B3125_A119_TDLRS_S3 n/a n/a n/a n/a n/a
Sink B3125_A119_TDLRS_S4 n/a n/a n/a n/a n/a
Sink B3125_A119_TDLRS_S5 n/a n/a n/a n/a n/a
Sink B3125_A115_PRSCL_S1 n/a n/a n/a n/a n/a
Sink B3125_A115_PRSCL_S2 n/a n/a n/a n/a n/a
Spigot B3125_A115_PRSCL_S2A n/a n/a n/a n/a n/a

NBSD LEAD IN DRINKING WATER IN PRIORITY AREAS RESULTS
Murphy Canyon CDC II Building 3125

Sampling Results greater than 15 parts per billion (ppb) require re‐sampling   

"J" indicates the result is below the reporting limit (RL) but greater than the method detection limit (MDL); value is an estimated 
concentration

1 of 2
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Outlet Type Outlet Name
Annual Audit CY 
2022  Fixture 
Modification       

CY 2022 Audit 
Sample Date

CY 2022 Audit 
Sample Results  

(ppb)
Proposed Corrective Action

Corrective Action 
Planned/Completed

NBSD LEAD IN DRINKING WATER IN PRIORITY AREAS RESULTS
Murphy Canyon CDC II Building 3125

Sampling Results greater than 15 parts per billion (ppb) require re‐sampling   

"J" indicates the result is below the reporting limit (RL) but greater than the method detection limit (MDL); value is an estimated 
concentration

Sink B3125_A115_PRSCL_S3 n/a n/a n/a n/a n/a
Sink B3125_A115_PRSCL_S4 n/a n/a n/a n/a n/a
Sink B3125_A115_PRSCL_S5 n/a n/a n/a n/a n/a
Sink B3125_A122_PRSCL_S1 n/a n/a n/a n/a n/a
Sink B3125_A122_PRSCL_S2 n/a n/a n/a n/a n/a
Spigot B3125_A122_PRSCL_S2A n/a n/a n/a n/a n/a
Sink B3125_A122_PRSCL_S3 n/a n/a n/a n/a n/a
Sink B3125_A122_PRSCL_S4 n/a n/a n/a n/a n/a
Sink B3125_A122_PRSCL_S5 n/a n/a n/a n/a n/a
Sink B3125_A128_PRSCL_S1 n/a n/a n/a n/a n/a
Sink B3125_A128_PRSCL_S2 n/a n/a n/a n/a n/a
Spigot B3125_A128_PRSCL_S2A n/a n/a n/a n/a n/a
Sink B3125_A128_PRSCL_S3 n/a n/a n/a n/a n/a
Sink B3125_A128_PRSCL_S4 n/a n/a n/a n/a n/a
Sink B3125_A128_PRSCL_S5 YES 8/31/2022 0.313J n/a n/a
Sink B3125_A136_LNDRY_S1 n/a n/a n/a n/a n/a
Hose Bib B3125_A134_JANTR_HB3 n/a n/a n/a n/a n/a
Sink B3125_A134_JANTR_S1 n/a n/a n/a n/a n/a
Refrigerator B3125_A117_BKSTF_R1 n/a n/a n/a n/a n/a
Sink B3125_A117_BKSTF_S1 n/a n/a n/a n/a n/a
Bubbler Fountain B3125_BB1 n/a n/a n/a n/a n/a
Bubbler Fountain B3125_BB2 n/a n/a n/a n/a n/a
Hose Bib B3125_HB1 n/a n/a n/a n/a n/a
Hose Bib B3125_HB2 n/a n/a n/a n/a n/a
Bubbler Fountain B3125_BB4 n/a n/a n/a n/a n/a
Hose Bib B3125_HB4 n/a n/a n/a n/a n/a
Bubbler Fountain B3125_BB3 n/a n/a n/a n/a n/a
Hose Bib B3125_HB5 n/a n/a n/a n/a n/a
Hose Bib B3125_HB6 n/a n/a n/a n/a n/a
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LIPA ANNUAL AUDIT SUMMARY 

Facility Name:  Murphy Canyon Kids Connection 3493   Operation Hours: 0500-1900 
Director Name: Diane Bonomini    Assistant:  
Phone/Email: 858-268-2233/diane.a.bonomini@navy.mil
Date of Last Baseline LIPA Sampling (required every 5 years): 09/21/2019 
Date of Annual Audit:  08/01/2022 
Annual Audit Performed by: Kim Impreso, Nick Critti, Thomas Stockton
Sampling Required (plumbing modification/repair) (Yes/No): No 
Date of Sampling Event: N/A 

NBSD Environmental POC: Mr. Kim Impreso at 619-556-0996/ kimpatrick.t.impreso.civ@us.navy.mil, 
or Mr. Nick Critti at 619-556-5418 /nick.j.critti.civ@us.navy.mil 

FMS POC: Jude Albert - 619-556-5983 
Facility Floor Plan (Yes/No): Yes

Summary of Changes to Sampling Locations 
No. Sample ID Location Description Comments 

The annual audit was conducted in accordance with the Navy’s Lead in Priority Areas Program 
(CNICINST 5090.6) on August 1, 2022 to identify plumbing modifications at locations with a 
potential use for consumption (drinking, cooking, or hand washing). No modifications were identified 
at the above facility; therefore, no sampling was conducted.  See enclosure 1 for facility map and 
enclosure 2 for a summary of sampling results. 

Enclosures: (1) Murphy Canyon Kids Connection Map
(2) Sampling Results
(3) Preventing Lead Problems Flyer

N/A N/A N/A N/A

mailto:619-265-8400/lourdes.maxwell2@navy.mil
mailto:kimpatrick.t.impreso.civ@us.navy.mil
mailto:nick.j.critti.civ@us.navy.mil


NAVAL BASE SAN DIEGO 
MURPHY CANYON  

YOUTH CENTER-KIDS 
CONNECTION BUILDING 3493 

3493 SANTO ROAD 
SAN DIEGO, CA 92124

LEGEND: 
BB - BUBBLER 
HB - HOSE BIB 
RM - ROOM 
RR - RESTROOM 
S - FAUCET IN SINK 
SR - STAFF RESTROOM 
WR - WOMEN'S RESTROOM 

S2 S1

S2S1

S1

S2

S1

S1

S1 S1

BB2

BB1

HB1 
(NO WATER) 

ALSO SERVES AS 
A SERVICE 

CONNECTION 
POINT

HB2 
(COULD 

NOT 
LOCATE)

LOBBY

CLOSET

KITCHEN

WOMEN'S 
RR

MEN'S RR

MULTI-PURPOSE 
ROOM

STAFF 
OFFICE

DIRECTOR'S 
OFFICE

RECEPTION 
AREA

TINY TOTS 
RR

TINY TOTS ROOM

MAIN ENTRY

PARKLING 
LOT

Enclosure 1



Outlet Type Outlet Name
Annual Audit CY 
2022  Fixture 
Modification       

CY 2022 Audit 
Sample Date

CY 2022 Audit 
Sample Results  

(ppb)
Proposed Corrective Action

Corrective Action 
Planned/Completed

Sink B3493_CLOSET_S1 n/a n/a n/a n/a n/a
Sink B3493_KITCHEN_S1 n/a n/a n/a n/a n/a
Sink B3493_MULTIPRPOSE_S1 n/a n/a n/a n/a n/a
Sink B3493_WOMENS_RR_S1 n/a n/a n/a n/a n/a
Sink B3493_WOMENS_RR_S2 n/a n/a n/a n/a n/a
Sink B3493_MENS_RR_S1 n/a n/a n/a n/a n/a
Sink B3493_MENS_RR_S2 n/a n/a n/a n/a n/a
Sink B3493_TINYTOTS_RM_S1 n/a n/a n/a n/a n/a
Sink B3493_TINYTOTS_RR_S1 n/a n/a n/a n/a n/a
Sink B3493_TINYTOTS_RR_S2 n/a n/a n/a n/a n/a
Bubbler Fountain B3493_BB1 n/a n/a n/a n/a n/a
Bubbler Fountain B3493_BB2 n/a n/a n/a n/a n/a
Hose Bib B3493_HB2 n/a n/a n/a n/a n/a

NBSD LEAD IN DRINKING WATER IN PRIORITY AREAS RESULTS
Murphy Canyon Kids Connect Building 3493
Sampling Results greater than 15 parts per billion (ppb) require re‐sampling   

"J" indicates the result is below the reporting limit (RL) but greater than the method detection limit (MDL); value is an estimated 
concentration

1 of 1
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LIPA ANNUAL AUDIT SUMMARY 

Operation Hours: 0500-1900 Facility Name:  Murphy Canyon Youth Center 4867 
Director Name: Karen Buenaflor Assistant:  
Phone/Email: 858-268-2828/karen.l.buenaflor@navy.mil
Date of Last Baseline LIPA Sampling (required every 5 years): 09/21/2019 
Date of Annual Audit:  08/01/2022 
Annual Audit Performed by: Kim Impreso, Nick Critti, Thomas Stockton
Sampling Required (plumbing modification/repair) (Yes/No): No 
Date of Sampling Event: N/A 

NBSD Environmental POC: Mr. Kim Impreso at 619-556-0996/ kimpatrick.t.impreso.civ@us.navy.mil, 
or Mr. Nick Critti at 619-556-5418 /nick.j.critti.civ@us.navy.mil 

FMS POC: Jude Albert - 619-556-5983 
Facility Floor Plan (Yes/No): Yes

Summary of Changes to Sampling Locations 
No. Sample ID Location Description Comments 

The annual audit was conducted in accordance with the Navy’s Lead in Priority Areas Program 
(CNICINST 5090.6) on August 1, 2022 to identify plumbing modifications at locations with a 
potential use for consumption (drinking, cooking, or hand washing). No modifications were identified 
at the above facility; therefore, no sampling was conducted.  See enclosure 1 for facility map and 
enclosure 2 for a summary of sampling results. 

Enclosures: (1) Murphy Canyon Youth Center Map
(2) Sampling Results
(3) Preventing Lead Problems Flyer

N/A N/A N/A N/A

mailto:619-265-8400/lourdes.maxwell2@navy.mil
mailto:kimpatrick.t.impreso.civ@us.navy.mil
mailto:nick.j.critti.civ@us.navy.mil
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Outlet Type Outlet Name
Annual Audit CY 
2022  Fixture 
Modification       

CY 2022 Audit 
Sample Date

CY 2022 Audit 
Sample Results  

(ppb)
Proposed Corrective Action

Corrective Action 
Planned/Completed

Sink B4867_ROOM_A_S1 n/a n/a n/a n/a n/a
Sink B4867_ROOM_B_S1 n/a n/a n/a n/a n/a
Sink B4867_ROOM_C_S1 n/a n/a n/a n/a n/a
Sink B4867_KITCHEN_S1 n/a n/a n/a n/a n/a
Sink B4867_BOYS_RR_S1 n/a n/a n/a n/a n/a
Sink B4867_BOYS_RR_S2 n/a n/a n/a n/a n/a
Sink B4867_BOYS_RR_S3 n/a n/a n/a n/a n/a
Sink B4867_GIRLS_RR_S1 n/a n/a n/a n/a n/a
Sink B4867_GIRLS_RR_S2 n/a n/a n/a n/a n/a
Bubbler Fountain B4867_BB1 n/a n/a n/a n/a n/a
Bubbler Fountain B4867_BB2 n/a n/a n/a n/a n/a
Bubbler Foutnain  B4867_BB3 n/a n/a n/a n/a n/a
Bubbler Fountain B4867_BB4 n/a n/a n/a n/a n/a
Hose Bib B4867_HB1 n/a n/a n/a n/a n/a
Hose Bib B4867_HB2 n/a n/a n/a n/a n/a
Hose Bib B4867_HB3 n/a n/a n/a n/a n/a
Hose Bib B4867_HB4 n/a n/a n/a n/a n/a
Hose Bib B4867_HB5 n/a n/a n/a n/a n/a

NBSD LEAD IN DRINKING WATER IN PRIORITY AREAS RESULTS
Murphy Canyon Youth Center Building 4867
Sampling Results greater than 15 parts per billion (ppb) require re‐sampling   

"J" indicates the result is below the reporting limit (RL) but greater than the method detection limit (MDL); value is an estimated 
concentration

1 of 1

Enclosure 2



Preventing Lead Problems: Routine Steps 

To minimize exposure to lead in your facility, there are several things 
you can do on a routine basis.  

These activities include: 

1. Flush all drinking water outlets.
Flushing drinking water outlets is important because the longer
water is exposed to lead pipes or solder, the greater the likelihood
of lead contamination. At the start of each day, before using any
water for drinking or cooking, flush the
cold water faucet by allowing the water to
run for 30 seconds to one minute.
Do this at each drinking water outlet
(including water fountains). Even if all
your first-draw samples and flushed
samples show low lead levels, there is
still a possibility that lead may get into
water that sits in your plumbing for long
periods (such as during vacations or over
long weekends). To be safe, on the first
day back, flush all drinking water outlets
prior to opening the facility.

only cold water to prepare food and drinks.2. Use 
Hot water dissolves lead more quickly than cold water and is
therefore more likely to contain greater amounts of lead. If hot
water is needed, water should be drawn from the cold tap and
heated. Use only thoroughly flushed water from the cold water tap
for drinking and when making formula, juices, or foods.

3. Clean debris out of all water outlet screens on a regular basis.
Small screens on the end of a faucet (aerators) can trap sediments
containing lead.

Enclosure 3
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