




Table 1. Summary of Results
INITIAL SAMPLING RESULTS RE‐SAMPLING  

Lead Screening Level of 15ppb

First Draw 
(ppb)

Retest 
required?
(YES/NO)

Date Fixture 
Secured? (See 

Note 1)
First Draw 

(ppb)

Follow 
up Flush 
(See 

Note 1a) 
Description

PH‐1487 CDC (Lead Screening Level of 15ppb)
SAMPLING DATE 29‐May 12‐Jun mm/dd/
RESULTS DATE 10‐Jun 17‐Jun mm/dd/

WASHING H1487-02-PT2-HHWA Pre Toddler 2 Teacher’s Lounge 
Room 103

1.1 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING H1487-03-PT2-HHWB Pre Toddler 2 Teacher’s Lounge 
Room 103

2.7 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING H1487-04-PT-LHWA Pre Toddler Shared Bathroom 
Rm.103/Rm.104

0.6 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING/TEETH BRUSHING H1487-05-PT-LHWB Pre Toddler Shared Bathroom 
Rm.103/Rm.105

0.7 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING/TEETH BRUSHING H1487-06-PT-LHWC Pre Toddler Shared Bathroom 
Rm.103/Rm.106

0.6 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING/TEETH BRUSHING H1487-07-PT-LHWD Pre Toddler Shared Bathroom 
Rm.103/Rm.107

0.6 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING H1487-08-PT1-HHWA Pre Toddler 1 Teacher’s Lounge
Classroom 104

0.5 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING H1487-09-PT1-HHWB Pre Toddler 1 Teacher’s Lounge
Classroom 104

0.9 NO ‐‐ ‐‐ ‐‐ Not Required

DRINKING H1487-10-PT1PG-WFB Pre Toddler 1 Playground (Exterior of 
Classroom 104)

2.3 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING H1487-11-PS1-HHW Preschool 1 Teacher’s Lounge Room 
105

0.7 NO ‐‐ ‐‐ ‐‐ Not Required

DRINKING H1487-12-PS1-WFB Preschool 1 Classroom Room 105 ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING/TEETH BRUSHING H1487-13-PS1-TB Preschool 1 Classroom Room 105 0.6 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING/TEETH BRUSHING H1487-14-PS1-LHWA Preschool 1 Bathroom Room 105 ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING/TEETH BRUSHING H1487-15-PS1-LHWB Preschool 1 Bathroom Room 105 0.5 NO ‐‐ ‐‐ ‐‐ Not Required

DRINKING H1487-16-PS1PG-WFB Preschool Playground (Exterior of 
Classroom 105)

ND NO ‐‐ ‐‐ ‐‐ Not Required

WATER PLAY H1487-17-PS1PG-HOSE Preschool 1 Playground 4.2 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1487-18-PS2-HHW Preschool 2 Teacher’s Lounge

Room 106
ND NO ‐‐ ‐‐ ‐‐ Not Required

DRINKING H1487-19-PS2- WFB Preschool 2 Classroom  Room 106 1.7 NO ‐‐ ‐‐ ‐‐ Not Required
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WASHING/TEETH BRUSHING H1487-20-PS2-TB Preschool 2 Classroom  Room 106 ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING/TEETH BRUSHING H1487-21-PS2-LHWA Preschool 2 Bathroom Room 106 ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING/TEETH BRUSHING H1487-22-PS2-LHWB Preschool 2 Bathroom Room 106 0.6 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING H1487-23-PS3-HHW Preschool 3 Teacher’s Lounge
Room 107

0.8 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING/TEETH BRUSHING H1487-24-PS3-TB Preschool 3 Classroom Room 107 ND NO ‐‐ ‐‐ ‐‐ Not Required
DRINKING H1487-25-PS3-WFB Preschool 3 Classroom Room 107 2.7 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING/TEETH BRUSHING H1487-26-PS3-LHWA Preschool 3 Classroom Room 107 0.8 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING/TEETH BRUSHING H1487-27-PS3-LHWB Preschool 3 Classroom Room 107 ND NO ‐‐ ‐‐ ‐‐ Not Required

WASHING H1487-28-K-KA KITCHEN Not being used for children. 20 YES 6/11/2019 7.6 NA Not Required

COOKING H1487-29-K-KB Kitchen 0.7 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1487-31-K-DRA Kitchen 0.8 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1487-32-K-DRB Kitchen ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1487-38-I3-HHWA Infant 3 Teacher’s AreaRoom 108 3.8 NO ‐‐ ‐‐ ‐‐ Not Required
DRINKING H1487-39-I3-HHWB Infant 3 Teacher’s Area Room 108 2.9 NO ‐‐ ‐‐ ‐‐ Not Required
DRINKING H1487-40-I2-HHWA Infant 3 Teacher’s Area Room 109 0.7 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1487-41-I2-HHWB Infant 3 Teacher’s Area Room 109 1.6 NO ‐‐ ‐‐ ‐‐ Not Required
DRINKING H1487-42-I1-HHWA Infant 3 Teacher’s Area Room 110 0.8 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1487-43-I1-HHWB Infant 3 Teacher’s Area Room 110 2.8 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1487-44-SBATH-HHW Staff Restroom 0.6 NO ‐‐ ‐‐ ‐‐ Not Required
DRINKING H1487-45-HALL-DWC Hallway Drinking Water Cooler 0.8 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING/DRINKING H1487-46-SRM-HHW Staff Room 0.8 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1487-47-PBATH-HHW Public Restroom 0.7 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1487-48-OFFICE-HHW Office Support Room 2.1 NO ‐‐ ‐‐ ‐‐ Not Required

PH‐1391 CDC (Lead Screening Level of 15ppb)
SAMPLING DATE 29‐May 12‐Jun mm/dd/
RESULTS DATE 10‐Jun 17‐Jun mm/dd/

WASHING H1391-01-TO-HHWA Trainer’s Office Room 111
Teacher’s Lounge

Not being used for children. 18.3 YES 6/11/2019 7.1 NA Not Required

WASHING H1391-02-TO-HHWB Trainer’s Office Room 111
Teacher’s Lounge

6.3 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING H1391-03-PT4-HHW Pre Toddler 4 Teacher’s Lounge
Room 112

1.7 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING H1391-04-PT-LHWA Pre Toddler Shared Bathroom 
Room 112/Room 113

2.8 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING H1391-05-PT-LHWB Pre Toddler Shared Bathroom 
Room 112/Room 113

3.1 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING H1391-06-PT-LHWC Pre Toddler Shared Bathroom 
Room 112/Room 113

3 NO ‐‐ ‐‐ ‐‐ Not Required
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WASHING H1391-07-PTPG-WFB Pre Toddler 4 Playground (Exterior 

Of Room 112)
11.6 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING H1391-08-PT3-HHW Pre Toddler Teacher’s Lounge
Room 113

2.1 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING H1391-09-HALL-WFC Multi-Purpose Room ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1391-10-K-DR Kitchen 0.9 NO ‐‐ ‐‐ ‐‐ Not Required
COOKING H1391-12-K-K Kitchen 2.9 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1391-13-K-HHW Kitchen 4.8 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1391-17-T1-HHW Toddler 1 Teacher’s Lounge

Room 114
4.6 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING/TEETH BRUSHING H1391-18-T1&2-LHWA Toddler Shared Bathroom
Room 114/Room 115

1.9 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING/TEETH BRUSHING H1391-19-T1&2-LHWB Toddler Shared Bathroom
Room 114/Room 115

2.1 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING/TEETH BRUSHING H1391-20- T1&2-LHWC Toddler Shared Bathroom
Room 114/Room 115

3.9 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING/TEETH BRUSHING H1391-21- T1&2-LHWD Toddler Shared Bathroom
Room 114/Room 115

2.6 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING H1391-22-T2-HHW Toddler 2 Teacher’s Lounge
Room 115

4.3 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING H1391-24-T3-HHWB Toddler 3 Teacher’s Lounge
Room 116

4.7 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING/TEETH BRUSHING H1391-25-T3-LHWA Toddler 3 Bathroom
Room 116

2.1 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING/TEETH BRUSHING H1391-26-T3-LHWB Toddler 3 Bathroom Room 116 2.4 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING/TEETH BRUSHING H1391-27-T3-LHWC Toddler 3 Bathroom Room 116 1.8 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING H1391-28-T3PG-WFB Toddler 3 Playground (Exterior of 
Room 116)

9.5 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING H1391-30-SRM-HHW Staff Room 4 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1391-31-SBATH-HHW Staff Restroom 1.3 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1391-32-TBATH-HHW Teacher’s Work Area Restroom 5.7 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1391-33-PBATH-HHW Lobby Restroom 6.3 NO ‐‐ ‐‐ ‐‐ Not Required

WATER PLAY H1391-34-T3PG-HOSE Playground east of office 0.6 NO ‐‐ ‐‐ ‐‐ Not Required



Table 1. Summary of Results
INITIAL SAMPLING RESULTS RE‐SAMPLING  

Lead Screening Level of 15ppb

First Draw 
(ppb)

Retest 
required?
(YES/NO)

Date Fixture 
Secured? (See 

Note 1)
First Draw 

(ppb)

Follow 
up Flush 
(See 

Note 1a) 
Description

Comments
Outlet Description

CORRECTIVE  
ACTIONS

SAMPLE ID
CATEGORY

(water's intended use)

PH‐1439 YC (Lead Screening Level of 15ppb)
SAMPLING DATE 29‐May mm/dd/yyy mm/dd/
RESULTS DATE 10‐Jun mm/dd/yyy mm/dd/

WATER PLAY H1439-01-WESTPG-HOSE West of Multi-Purpose Room 4.7 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1439-02-K-K Kitchen ND NO ‐‐ ‐‐ ‐‐ Not Required
DRINKING H1439-04-HALL-WFC Hallway by Girl’s Bathroom ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1439-05-GBATH-HHW Girl’s Bathroom 1.4 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1439-06-GBATH-LHWA Girl’s Bathroom 2.1 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1439-07-GBATH-LHWB Girl’s Bathroom 2.1 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1439-08-GBATH-LHWC Girl’s Bathroom 2 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1439-09-BBATH-LHWA Boy’s Bathroom 1.2 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1439-10-BBATH-LHWB Boy’s Bathroom 2 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1439-11-BBATH-HHW Boy’s Bathroom 1.4 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1439-12-SBATH-HHWA Staff Bathroom 3.2 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING H1439-13-SBATH-HHWB Staff Bathroom 0.5 NO ‐‐ ‐‐ ‐‐ Not Required

WATER PLAY H1439-14-EASTPG-HOSE East of Staff Restroom (Exterior) 8.1 NO ‐‐ ‐‐ ‐‐ Not Required

PM‐173 CDC (Lead Screening Level of 15ppb)
SAMPLING DATE 5‐Jun mm/dd/yyy mm/dd/
RESULTS DATE 12‐Jun mm/dd/yyy mm/dd/

WASHING M173-01-SRM-HHW Staff Room ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M173-02-PBATH-HHW Public/Staff Restroom 0.9 NO ‐‐ ‐‐ ‐‐ Not Required
COOKING M173-07-K-K Kitchen 0.7 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M173-08-K-DR1 Kitchen 1 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M173-09-K-DR2 Kitchen 0.9 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M173-10-K-DR3 Kitchen 6.3 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M173-11-K-HHW Kitchen 1.8 NO ‐‐ ‐‐ ‐‐ Not Required
EXTERIOR M173-12-K-HOSE Kitchen (Exterior) 1.1 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING/TEETH BRUSHING M173-13-PS2-TB Preschool 2 Classroom 109 ND NO ‐‐ ‐‐ ‐‐ Not Required
DRINKING M173-14-PS2-WFB Preschool 2 Classroom 109 ND NO ‐‐ ‐‐ ‐‐ Not Required

WASHING/TEETH BRUSHING M173-15-PS2-LHWA Preschool 2 Bathroom 109 ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING/TEETH BRUSHING M173-16-PS2-LHWB Preschool 2 Bathroom 109 ND NO ‐‐ ‐‐ ‐‐ Not Required

WASHING M173-17-PS2-HHW Preschool 2 Classroom 109 
Teacher’s Lounge

ND NO ‐‐ ‐‐ ‐‐ Not Required

WASHING/TEETH BRUSHING M173-18-PS1-TB Preschool 1 Classroom 111 ND NO ‐‐ ‐‐ ‐‐ Not Required
DRINKING M173-19-PS1-WFB Preschool 1 Classroom 111 ND NO ‐‐ ‐‐ ‐‐ Not Required

WASHING/TEETH BRUSHING M173-20-PS1-LHWA Preschool 1 Bathroom 111 1.2 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING/TEETH BRUSHING M173-21-PS1-LHWB Preschool 1 Bathroom 111 ND NO ‐‐ ‐‐ ‐‐ Not Required

WASHING M173-22-PS1-HHW Preschool 1 Classroom 111
Teacher’s Lounge

ND NO ‐‐ ‐‐ ‐‐ Not Required
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WASHING/TEETH BRUSHING M173-23-T-TB Toddler Classroom 113 ND NO ‐‐ ‐‐ ‐‐ Not Required

DRINKING M173-24-T-WFB Toddler Classroom 113 ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING/TEETH BRUSHING M173-25-T-LHWA Toddler Bathroom 113 ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING/TEETH BRUSHING M173-26-T-LHWB Toddler Bathroom 113 ND NO ‐‐ ‐‐ ‐‐ Not Required

WASHING M173-27-T-HHW Toddler Classroom 113
Teacher’s Lounge

ND NO ‐‐ ‐‐ ‐‐ Not Required

WASHING/TEETH BRUSHING M173-29-PT-TB Pre-Toddler Classroom 118 ND NO ‐‐ ‐‐ ‐‐ Not Required
DRINKING M173-30-PT-WFB Pre-Toddler Classroom 118 0.6 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING/TEETH BRUSHING M173-31-PT-LHWA Pre-Toddler Bathroom 118 ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING/TEETH BRUSHING M173-32-PT-LHWB Pre-Toddler Bathroom 118 0.7 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING M173-33-PT-HHW Pre-Toddler Classroom 118
Teacher’s Lounge

1.5 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING M173-34-I-LHW Infant Classroom 121 ND NO ‐‐ ‐‐ ‐‐ Not Required
DRINKING M173-35-I-WFB Infant Classroom 121 4.9 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M173-36-I-LHWA Infant Bathroom 121 not being used by infant. 3.7 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M173-37-I-LHWB Infant Bathroom 121 not being used by infant. 2.6 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M173-38-I-HHW Infant Classroom 121

Teacher’s Lounge
0.6 NO ‐‐ ‐‐ ‐‐ Not Required

PM‐150 YC (Lead Screening Level of 15ppb)
SAMPLING DATE 5‐Jun mm/dd/yyy mm/dd/
RESULTS DATE 12‐Jun mm/dd/yyy mm/dd/

DRINKING M150-01-PG-WFC Outdoor Table Area/ Playground ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M150-04-RM1-HHW Classroom 1 CDH Office 0.7 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M150-05-RM2-HHW Classroom 2 0.9 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M150-07-SRM-HHW Staff Room 1.2 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M150-08-FSA-K Food Storage Area 1.6 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M150-09-GBATH-HHWA Girl’s Bathroom ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M150-10-GBATH-HHWB Girl’s Bathroom ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M150-11-GBATH-HHWC Girl’s Bathroom ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M150-12-PBATH-HHW Unisex Public Restroom ND NO ‐‐ ‐‐ ‐‐ Not Required
DRINKING M150-13-HALL-WFC Interior Hallway ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M150-14-BBATH-HHWA Boy’s Bathroom ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M150-15-BBATH-HHWB Boy’s Bathroom 0.8 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING M150-16-BBATH-HHWC Boy’s Bathroom ND NO ‐‐ ‐‐ ‐‐ Not Required



Table 1. Summary of Results
INITIAL SAMPLING RESULTS RE‐SAMPLING  

Lead Screening Level of 15ppb

First Draw 
(ppb)

Retest 
required?
(YES/NO)

Date Fixture 
Secured? (See 

Note 1)
First Draw 

(ppb)

Follow 
up Flush 
(See 

Note 1a) 
Description

Comments
Outlet Description

CORRECTIVE  
ACTIONS

SAMPLE ID
CATEGORY

(water's intended use)

CAM‐124 YC (Lead Screening Level of 15ppb)
SAMPLING DATE 5‐Jun mm/dd/yyy mm/dd/
RESULTS DATE 12‐Jun mm/dd/yyy mm/dd/

WASHING C1124-02-SBATH-HHW Staff Restroom 1.6 NO ‐‐ ‐‐ ‐‐ Not Required
WATER PLAY C1124-03-PG-HOSE Outdoor Playground 5 NO ‐‐ ‐‐ ‐‐ Not Required
COOKING C1124-04-K-HHW Kitchen 0.6 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING C1124-06-SRM-HHW Staff Lounge, Room 108 1.6 NO ‐‐ ‐‐ ‐‐ Not Required
DRINKING C1124-07-HALL-WFCA Hallway outside Staff Lounge and 

Central Storage
0.5 NO ‐‐ ‐‐ ‐‐ Not Required

DRINKING C1124-08-HALL-WFCB Hallway outside Staff Lounge and 
Central Storage

0.8 NO ‐‐ ‐‐ ‐‐ Not Required

WASHING C1124-09-RM118-HHW Multipurpose room  Room 118 0.6 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING C1124-10-RM117-HHW Multipurpose room  Room 117 0.7 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING C1124-11-RM115-HHW Multipurpose room  Room 115 1.1 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING C1124-12-BBATH-HHWA Boy’s Bathroom 1.4 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING C1124-13-BBATH-HHWB Boy’s Bathroom 1.2 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING C1124-14-GBATH-HHWA Girl’s Bathroom ND NO ‐‐ ‐‐ ‐‐ Not Required
WASHING C1124-15-GBATH-HHWB Girl’s Bathroom 1.8 NO ‐‐ ‐‐ ‐‐ Not Required
WASHING C1124-16-GBATH-HHWC Girl’s Bathroom 0.7 NO ‐‐ ‐‐ ‐‐ Not Required

Notes:
1 ‐ Affected outlets were immediately secured after receiving verbal communication from the lab on results exceeding the recommended level of 15ppb.
1a ‐ Follow up Flush ‐ Collected 30 seconds after First Draw Sampling.  No flush samplese were required because all of the first draw samples were below the action level.


